SPLICE CUT FOR INSTALLATION

PLAN VIEW
NT.S.

RUBBER

SECTION A-A
N.T.S.

VEGETATION CONTROL RING DETAIL

N.T.S.

CABLE JACKET REMOVED,
"PENCIL" INSULATION

PLASTIC BODY MOLD

POURING SPOUT ~;

RESIN -k

COMPRESSION TYPE SLEEVE
CONNECTOR. CRIMP WITH TOOL
RECOMMENDED BY MANUFACTURER

SEAL ENDS OF MOLD WITH
TAPE PROVIDED IN SPLICE KIT

FOR IN—LINE CONNECTIONS OF EXISTING
CABLES CUT DURING CONSTRUCTION.

TYPEA

HEAT SHRINKABLE TUBING WITH
INTERNAL ADHESIVE, PER SPECS.

FACTORY MOLDED L-823 2" AFTER
TRANSFORMER LEADS SHRINKING (TYP.)
Z RECEPTACLE END Z ADDITIONAL ADHESIVE

COMPOUND FILLER

FIELD INSTALLED L-823
RECEPTACLE END

I FOR SPLICES AT TAXIWAY LIGHTS AND SIGNS. l

TYPEC

HEAT SHRINKABLE TUBING WITH
INTERNAL ADHESIVE, PER SPECS.

FACTORY MOLDED L-823 2" AFTER
TRANSFORMER LEADS SHRINKING (TYP.)

yild
PLUG END ADDITIONAL ADHESIVE

COMPOUND FILLER

FIELD INSTALLED L--823
RECEPTACLE END

FOR SPLICES AT TAXIWAY LIGHTS AND SIGNS. I

TYPED

CABLE SPLICES
N.T.S.

CABLE SPLICE NOTES

1. INSIDE DIAMETER OF CONNECTOR SHALL PROPERLY MATCH THE
OUTSIDE DIAMETER OF CABLE.

2. THE COST OF FURNISHING AND INSTALLING ALL SPLICE
%TESRIALS SHALL BE INCIDENTAL TO THE ASSOCIATED CABLE
ITEMS,

3. THE CONTRACTOR SHALL HAVE A MINIMUM OF TWO (2) TYPE A
gggcgsl(ﬂ's ON THE JOB SITE AT ALL TIMES FOR EMERGENCY
AIRS.
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